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1100mm high wall with concrete coping

double skin blockwork with render to form
canopy

covered area

double skin blockwork with render to form
canopy

opening to side entrance

background shows opening

roof construction:
- natural slate roof to match main building 

- pressure and vacuum treated softwood battens
- breathable membrane underlay

- 50 x 125mm timber rafter laid at 450mm ctrs, grade C24

50 x 150mm timber bearer bolted to wall

lead abutment code 5 flashing with min. upstand of 150mm

victorian ogee gutter traditional cast iron
to match

soffit board fixed underneath rafter

new cast iron down pipe

victorian ogee gutter traditional cast iron
to match

new 2 coats through colour lime
render to match existing

concrete coping on top of new wall
1100mm high

existing gates repainted

plan

section

elevation 01

opening

stone head and sill to match existing window
on the main building
painted timber fascia board

victorian ogee gutter traditional cast iron
to match

new cast iron down pipe

new 2 coats through colour lime
render to match existing

elevation 02

existing steps
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Merthyr Tydfill CBC

Side Entrance Canopy

Treharris Library
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Dimensions to be checked on site

and any discrepancies  reported to

the Architect immediately .
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